
 

DRINKING WATER 
Radiological Results for 1st  Quarter 2004 

Location 
Sample 
Datea Radionuclideb 

Concentration 
(pCi/L) 

Sample Errorc 
(pCi/L) 

MCLd 
(pCi/L) 

CFA Distribution System 2/19/2004 Gross beta 8.02E+00 8.57E-01 5.00E+01 
 2/19/2004 Tritium 9.83E+03 2.21E+02 2.00E+04 
      
CFA Well #1 2/19/2004 Iodine-129 2.62E-01 8.81E-02 NAe 

 2/19/2004 Tritium 9.35E+03 2.17E+02 NA 
      
CFA Well #2 2/19/2004 Gross alpha 1.81E+00 5.82E-01 NA 
 2/19/2004 Gross beta 5.62E+00 8.00E-01 NA 
 2/19/2004 Tritium 8.50E+03 2.07E+02 NA 
      
EBR-I Distribution System 2/17/2004 Gross alpha 2.56E+00 6.19E-01 1.50E+01 
 2/17/2004 Gross beta 7.81E+00 9.53E-01 5.00E+01 
      
Gun Range Distribution System 2/17/2004 Gross alpha 2.44E+00 5.76E-01 1.50E+01 
 2/17/2004 Gross beta 1.53E+00 4.08E-01 5.00E+01 
 2/17/2004 Tritium 1.66E+03 1.45E+02 2.00E+04 
      
INTEC Distribution System 2/17/2004 Gross alpha 1.85E+00 5.12E-01 1.50E+01 
 2/17/2004 Gross beta 2.03E+00 4.52E-01 5.00E+01 
      
Main Gate Distribution System 2/17/2004 Gross alpha 2.18E+00 6.30E-01 1.50E+01 
 2/17/2004 Gross beta 4.16E+00 7.98E-01 5.00E+01 
      
PBF Distribution System 2/17/2004 Gross alpha 1.78E+00 5.55E-01 1.50E+01 
 2/17/2004 Gross beta 5.36E+00 8.16E-01 5.00E+01 
      
RWMC Distribution System 2/17/2004 Gross alpha 2.76E+00 9.41E-01 1.50E+01 
 2/17/2004 Gross beta 2.75E+00 7.74E-01 5.00E+01 
 2/17/2004 Tritium 1.42E+03 1.18E+02 2.00E+04 
      
TAN/CTF Distribution System 2/17/2004 Gross alpha 1.82E+00 4.80E-01 1.50E+01 
 2/17/2004 Gross beta 3.62E+00 6.80E-01 5.00E+01 
      
TAN/TSF Distribution System 2/17/2004 Gross alpha 2.56E+00 6.01E-01 1.50E+01 
 2/17/2004 Gross beta 2.38E+00 6.68E-01 5.00E+01 
      
TRA Distribution System 2/17/2004 Gross alpha 1.47E+00 4.45E-01 1.50E+01 
   2/17/2004 Gross beta 2.22E+00 5.89E-01 5.00E+01 
a. Radiological parameters are required to be sampled once every three years for four consecutive quarters. However, as a best management 
practice, radiological parameters are sampled more frequently. 
b. Only those radiological parameters detected during the quarter are presented. 
c. Sample error is the associated 1 sigma uncertainty reported by the analytical laboratory. 
d. Maximum Contaminant Level (MCL)—The highest level of a contaminant that EPA allows in drinking water. MCLs ensure that drinking 
water does not pose either a short-term or long-term health risk. EPA sets MCLs that are economically and technologically feasible. 
e. NA—Not applicable because the point of compliance is the associated distribution system. 
 

FOR MORE INFORMATION 

Contact:  Roger Wilhelmsen 
208-526-9401 
rnw@inel.gov 

 


